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Note: Drawing is meant as an example and can be modified
as the design requires

Drawing 6      Electrical Equipment Room Section
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Note: Delete 
horizontal raceway 
in lower equipment
rooms. Connect top
of Demarc panel to
vertical comm. riser
with 100mm x 200mm
(4" x 8") duct same as
bottom duct.
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Drawing 5       Typical Electrical Equipment Room [3rd & 4th level below cab]


